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FOUNDATION PLAN NOTES:
1.   REFER TO THE GENERAL STRUCTURAL NOTES ON SHEET S1.
2.   TOP OF FOOTING ELEVATION (TFE) FOR CONCRETE SHEARWALLS AND COLUMN FOOTINGS VARY, SEE PLAN.
3.                   - DENOTES STEPPED FOOTING, SEE 1/S6.
4.   FOR TYPICAL CORNER BAR REINFORCING SEE 11/S6, 12/S6 & 13/S6.
5.   ALL COLUMS AND FOOTINGS ARE CENTERED ON GRIDS AND WALL FOOTING ARE CENTERED BELOW WALL UNO.
6.   DATUM ELEVATION 1048.5' = 100'-0" VERIFY W/ CIVIL.
7.   TOP OF FOOTING ELEVATION (TFE) = 92'-9" UNO.
8.   SLAB ON GRADE THICKNESS AND REINFORCING VARIES, SEE PLAN.
9.   "CJ" DENOTES CONTROL/CONSTRUCTION JOINTS; FOR TYPICAL SLAB ON GRADE DETAILS, SEE 5/S6 .
10.  "F1" - DENOTES COLUMN FOOTING MARK, SEE SCHEDULE ON THIS SHEET FOR SIZE AND REINFORCING.
11.  "C1"  -DENOTES PRECAST COLUMN MARK, SEE SCHEDULE ON THIS SHEET FOR SIZE.
12.                   - DENOTES ELECTRICAL SLEEVE, COORDINATE SIZE AND LOCATION WITH ELECTRICAL.
13.  FOR CURB LOCATIONS AND DIMENSIONS, SEE ARCH.
14.  SEE MECH FOR SIZES AND LOCATIONS OF HOUSE KEEPING PADS.
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1.    REFER TO THE GENERAL STRUCTURAL NOTES ON SHEET S1.
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8.    Vw = SHEAR LOAD FROM WIND (UNFACTORED).
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2 GENERAL REQUIREMENTS FOR FTG PARALLEL TO PIPE
 1/4" = 1'-0"S6

3 GENERAL REQUIREMENTS FOR FTG PERPENDICULAR TO PIPE
 3/4" = 1'-0"S6

4 TYP COLUMN ISOLATION JOINT
 1/2" = 1'-0"S6

5 TYP SLAB CJ/CONST JT DETAIL

 1/2" = 1'-0"S6

7 TYP. SECTION @ STOOP
 1/2" = 1'-0"S6

8 TYP EXTERIOR FND WALL

 1/2" = 1'-0"S6

11 TYP CONC WALL REINF @ INTERSECTIONS
 1/2" = 1'-0"S6

12 CONC WALL REINF @ INTERSECTION
 3/4" = 1'-0"S6

13 TYPICAL CORNER REINFORCING DETAIL

 1/2" = 1'-0"S6

9 8" INTERIOR CMU BRG WALL

 1/2" = 1'-0"S6

14 TYP EXTERIOR FND WALL
 1/2" = 1'-0"S6

15 TYP EXTERIOR FND WALL

 1/2" = 1'-0"S6

10 TYP P/C COLUMN
 3/4" = 1'-0"S6

6 TYP P/C COLUMN

No REVISION DATE



1'-4" CIP FND WALL
SEE 8/S6 FOR REINF

6" CONC. CURB

#5 x 5'-0" DOWELS @ 24" OC

SLAB ON GRADE SEE PLAN

#4 x 2'-0" w/ STD HOOK
DOWELS @ 24" OC
THUS: 2'-0"

8"
1-#4

#6 DWL @ 12" OC

1'
 - 

6"

ARCH CAST STONE
SEE ARCH

BOND BEAM
w/ (2) #5 CONT

T/WALL = 98'-1"
T/WALL = 97'-5"@SIM

T/ CURB ELEV
SEE PLAN

2"

6"

COLD JT TYP
(OPTIONAL)

8" CMU WALL, REINF W/ #5
VERTS @ 40"OC, CENTERED
IN CORES

C JOIST

C JOIST

C JOIST

C JOIST C JOIST

C JOIST

C JOIST

C JOIST

(2
) C

 J
O

IS
T

C JOIST
C JO

IS
T

S7
7

C6x8.2 TYP

S7
8

S7
9

WALL REINF
SEE 15/S6

GRID

1' - 4" 1' - 4"

8"
8"

#4 TIES @ 12" OC

(6) #7 VERT

WALL REINF
SEE 8/S6

GRID

GRID

1' - 4"

8"
1'

 - 
4 

3/
8"

#4 TIES @ 12" OC

(8) #7 VERT

8"

8"

C
LA

SS
 'B

' T
YP

2" 2" CLR TYP @ PILASTER

WALL REINF
SEE 15/S6

GRID

GRID

#4 TIES @ 12" OC

(4) #7 VERT

1' - 0"

8" 8"

1'
 - 

4"

1' - 4"

8"
8"

NOTES:

2. TOP BARS ARE SUCH THAT 12" OR MORE OF FRESH CONCRETE IS CAST BELOW THE SPLICE OR DEVELOPMENT LENGTH.

3. DB = BAR DIAMETER

5. FOR HIGHER GRADE STEEL MULTIPLY LENGTHS SHOWN BY A RATIO OF HIGHER
    FY(KSI) OVER 60(KSI).  ALL OTHER FACTORS LISTED STILL APPLY.

NOTES:

2. TOP BARS ARE SUCH THAT 12" OR MORE OF FRESH CONCRETE IS CAST BELOW THE SPLICE OR DEVELOPMENT LENGTH.

5. FOR HIGHER GRADE STEEL MULTIPLY LENGTHS SHOWN BY A RATIO OF HIGHER
    FY(KSI) OVER 60(KSI).  ALL OTHER FACTORS LISTED STILL APPLY.

1. THESE TABLES ARE BASED ON THE FOLLOWING ASSUMTIONS:
 A.  CLEAR COVER GREATER OR EQUAL TO DB.
 B.  CLEAR SPACING OF BARS GREATER OR EQUAL TO 2 DB.

1. THESE TABLES ARE BASED ON THE FOLLOWING ASSUMTIONS:
 A.  CLEAR COVER GREATER OR EQUAL TO DB.
 B.  CLEAR SPACING OF BARS GREATER OR EQUAL TO 2 DB.

3. DB = BAR DIAMETER.

4. Fy = 60 KSI 4. Fy = 60 KSI.

(UNCOATED) CONCRETE REINFORCING LAP REQUIREMENTS (COATED) CONCRETE REINFORCING LAP REQUIREMENTS

WALL REINF
SEE 15/S6

GRID

GRID

8" 1' - 4"

8"
8"

#4 TIES @ 12" OC

(6) #7 VERT

08

PRE-FABRICATED LIGHT
GAUGE STEEL TRUSS

1 1/2" METAL ROOF DECK

BOND BEAM
W/ (2) #5 CONT.

PL8x8x3/8 @ EA TRUSS
W/ (2) 1/2"DIA x 5" H.S.

TOP OF BOND BEAM
EL = VARIES

TOP OF TRUSS
EL = VARIES

SE
E

 A
R

C
H

TRUSS TOP CHORD TERMINATES
W/ 18 GA CONT TRACK TYP

8" CMU WALL, REINF W/ #5
VERTS @ 40"OC, CENTERED
IN CORES

Vw =  600 # (SERVICE LOAD)

SEE 2/S5

PER CONNECTION

Vw =  600 # (SERVICE LOAD)

PER CONNECTION

CLASS 'B' LAP

CLASS 'B' LAP

2"
 C

LR

1"
 C

LR

C  LIGHT GAGE
STL FRAMING
SEE PLAN

C6x8.2 CHANNEL IN DECK FLUTE
MIN 2 TRUSS SUPPORT LOCATION
FOR DORMER FRAMING SUPPORT
@ VALLEY

12"-12GA CONT VALLEY
SUPPORT PLATE W/ (2)
#12 TEK IN MAIN ROOF DECK
AND (1) #12 TEK FOR
DORMER DECK AS SHOWN

18 GA CONT   RIDGE
CAP W/ #12 TEK @
12" OC EACH SIDE

1 1/2" ROOF DECK
SEE PLAN

6" C STUD RAFERS
600S192-56 (GR 50)
@ 24" OC

18 GA CLIP W/
(5)-#12 TEK EACH
MEMBER

(2)  C STUD  RIDGE BEAM
600S192-56 (GR 50)
STICH WELD TOGETHER
1" @ 12" TOP & BOT

1 1/2" ROOF DECK
SEE PLAN

6" C STUD RAFERS
600S192-56 (GR 50)
@ 24" OC

18 GA CLIP W/
(5)-#12 TEK EACH
MEMBER NEAR &
FAR SIDE

(2) C6x8.2 TACK
WELD TO
TRUSS BELOW

TRUSS SEE PLAN
SHEET S5

(2) 6" C STUD COLUMN
600S192-56 (GR 50)
STICH WELD 1" @ 12"
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CLOUD MN
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03/15/2012
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S7

ST. CLOUD VA HEALTH CARE
SYSTEM

 1/2" = 1'-0"S7

1 TYP EXTERIOR FND WALL

 1/2" = 1'-0"S7

11 Drafting 1

 3/4" = 1'-0"S7

3 PLAN DETAIL
 3/4" = 1'-0"S7

4 PLAN DETAIL
 3/4" = 1'-0"S7

5 PLAN DETAIL

 3/4" = 1'-0"S7

6 PLAN DETAIL
 1/2" = 1'-0"S7

10 DETAIL

 3/4" = 1'-0"S7

2 PLAN DETAIL

 3/4" = 1'-0"S7

7 VALLEY DETAIL
 3/4" = 1'-0"S7

8 RIDGE DETAIL
 3/4" = 1'-0"S7

9 COLUMN DETAIL
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#4 DWL @ 40"OC

8" PRECAST PLANK
W/ 3" TOPPING

KOROLATH BEARING
STRIP BY P/C
SUPPLIER

BOND BM W/ (2)
#5 CONT

GROUT SOLID

4" CMU GROUT SOLID

NO MASONRY ABOVE P/C
BRG. UNTIL PLANK IS
ERECTED

T/
O

 T
O

PP
IN

G

SE
E

 P
LA

N
8"

4 MIN BRG

8" CMU WALL, REINF W/ #5
VERTS @ 40"OC, CENTERED
IN CORES

8" CMU WALL, REINF W/ #5
VERTS @ 40"OC, CENTERED
IN CORES

T/
O

 P
R

EC
AS

T

SE
E

 P
LA

N PRECAST PLANK
DIRECTION VARIES

L3x3x1/4x0'-4" TIGHT TO EA
SIDE OF WALL @ 8'-0"OC MAX,
DO NOT ATTACH TO WALL

BOND BM. ONE COURSE BELOW
TOP OF WALL W/(2)-#4 CONT.
GROUT CORES ABOVE SOLID

3/4" MIN & 1 1/2" MAX
SPACE BTWN TOP
WALL & BOT
PRECAST

TYP
3/16" 3"

.

FUTURE TOPPING

8" CMU WALL, REINF W/ #5
VERTS @ 48"OC,
CENTERED IN CORES

HANGER ASSEMBLY AND
EMBEDS BY PRECAST
SUPPLIER

PROVIDE CONTROL
JOINT TYPE CMU

(1) #5 VERT. EA. SIDE
OF CONTROL JOINT
GROUT CORE SOLID @
#5

BACKER ROD &
CAULK, EACH SIDE

PROVIDE CONTROL
JOINT TYPE CMU

(1) #5 VERT. EA. SIDE OF
CONTROL JOINT GROUT
CORE SOLID @ #5

BACKER ROD & CAULK,
EACH SIDE

TYP. CONDITION CORNER CONDITION

PRE-FORMED SHEAR KEY

PRE-FORMED SHEAR KEY

SEE PLAN

JO
IN

T
3/

8"
 C

O
N

T
R

O
L JO

IN
T

3/
8"

 C
O

N
T

R
O

L
1'

 -
 4

"

GRID

TSE
SEE PLAN

P/C BEAM

P/C COLUMN

TOPPING SLAB
WHERE OCCURS

HAUNCH PROFILE  AT
THE EXTERIOR COLS

P/C PLANK

P/C BEAM

TSE
SEE PLAN

TOPPING SLAB
WHERE OCCURS

P/C COL BEYOND

GRID

1'-4" CIP FND WALL
SEE 8/S6 FOR REINF

#4 DOWELS @ 24" OC
DRILLED INTO P/C PLANK

P/C PLANK AND TOPPING
SEE PLAN

8"2"

C
LA

SS
 'B

'

ARCH CAST STONE
SEE ARCH

T/ CURB ELEV
SEE PLAN

COLD JT TYP
(OPTIONAL)

8" CMU WALL, REINF W/ #5
VERTS @ 40"OC, CENTERED
IN CORES

(1)-#4

EP
O

XY
8"

GROUT CORES SOLID WITH
GROUT AROUND DOWELS

M
IN

1'-4" CIP FND WALL
SEE 8/S6 FOR REINF
(SEE 15/S6 @ SIM)

BOND BEAM w/ (2)
#5 CONT

P/C PLANK AND TOPPING
SEE PLAN
(NO PRECAST @ SIM)

#5x5'-0" DOWELS
@ 24" OC

C
LA

SS
 'B

' DOWELS BY
P/C SUPPLIER
(NO DOWELS
@ SIM)

ARCH CAST STONE
SEE ARCH

T/ CURB ELEV
SEE PLAN

COLD JT
TY[P

8" CMU WALL, REINF W/ #5
VERTS @ 40"OC (24" OC AT SIM),
CENTERED IN CORES

SIM: NO PC
PANELS @ FLOOR

1'-4" CIP FND WALL
SEE 8/S6 FOR REINF

8" CMU BEYOND

P/C COLUMN

CONC PILASTER
SEE PLAN

#4 TIES @ 3" O.C. FOR
THE TOP 9"

#4 TIES @ 12" O.C.

ADD (2) #7x5'-0

GRID

SEE 10/S6 FOR
COL BASE CONN

7 1/4"
3/4"

P/C BEAM

ARCH CAST STONE
SEE ARCH

T/ CURB ELEV
SEE PLAN

COLD JT
TYP

P/C PLANK

P/C BEAM

BUILT UP ROOF SYSTEM
SEE ARCH

PRE-FABRICATED LIGHT
GAUGE STEEL TRUSS

1 1/2" METAL ROOF DECK

S8
15

GRID

P/C COL
(NO COL @ SIM)

1/2" WELD PLATE @ EA
TRUSS OR CONT.

SEE PLAN

8"

4" NOMINAL FACE BRICK

INSULATE END
OF PLANK

PRE-FABRICATED LIGHT GAUGE
STEEL TRUSS

1 1/2" METAL ROOF DECK

BOND BEAM w/
(2) #5 CONT

CONN TO P/C PLANK
BY TRUSS SUPPLIER

DRILLED IN DOWELS
BY P/C SUPPLIER

18 GA CONT TRACK
SEE ARCH

8" CMU WALL, REINF W/ #5
VERTS @ 40"OC, CENTERED
IN CORES

PRE-FABRICATED LIGHT GAUGE
STEEL TRUSS

1 1/2" METAL ROOF DECK

P/C BEAM

P/C COLUMN

4" NOMINAL FACE BRICK

18 GA CONT TRACK
SEE ARCH

8" CMU WALL, REINF W/ #5
VERTS @ 40"OC, CENTERED
IN CORES

CONN TO P/C PLANK
BY TRUSS SUPPLIER

DRILLED IN DOWELS
BY P/C SUPPLIER

DOWELS BY PC SUPPLIER
(NO DOWELS @ SIM)

#5 DOWELS
@ 16" O.C.

(4) #5 LONG

1' - 4"1'-4"

#5 @ 16" O.C. LONG

#5 @ 16" O.C. VERT

1'
 - 

0"

3' - 0"

8" CMU W/
#5 @ 16" OC W/ DOWELS
@ 16 OC. TO MATCH
CLASS 'B' LAPS

4" NOMINAL
FACE BRICK

8" BOND BEAM
W/ (2) #5 CONT

T/ CMU WALL ELEV
SEE ARCH

T/ CIP WALL
SEE PLAN

TFE
SEE PLAN

6"-18GA STEEL STUDS
TOP OF PARAPET

SEE ARCH

16GA BENT PL W/ 2 ROWS
OF #10 SCREWS @ 12" OC

ROOF DECK
SEE PLAN

PRE-MANUFACTURED TRUSS

C6x8.2 CONT

3/16

C CHANNEL
TO TRUSS

TOP CHORD,
TYP

STANCHION
2 1/2" SCHED 80 PIPE

3/8" x16"X1'-4" PLATE  ABOVE
AND BELOW INTERMEDIATE
MEMBERS w/ (8) 1/2"DIA THRU-
BOLTS

5/8" DIA TIE OFF LOOP

1/4

PIPE TO
PLATE

ROOF TRUSS BEYOND

SUPPORT FRAMING
BY TRUSS SUPPLIER

CAP STANCHION W/ 1/4" STEEL
PLATE SEAL WELD & GRIND
SMOOTH

TDE
SEE PLAN

METAL ROOF DECK
SEE PLAN
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4801 VETERANS DRIVE, ST
CLOUD MN

FRAMING DETAILS

KWJ RPD

03/15/2012

2032.001.00

S8

ST. CLOUD VA HEALTH CARE
SYSTEM

 3/4" = 1'-0"S8

1 8" P/ PLANK BRG 8" CMU
 3/4" = 1'-0"S8

2 NON-BRG CMU LATERAL WALL SUPPORT BELOW PLANK TOPPED
 3/4" = 1'-0"S8

3 TYP PRECAST PLANK OPENING
 3/4" = 1'-0"S8

4 TYP CMU CONTROL JOINTS
 1/2" = 1'-0"S8

5 TYP PRECAST COLUMN

 1/2" = 1'-0"S8

6 SOLID PRECAST SLAB BEARING
 1/2" = 1'-0"S8

7 TYP EXTERIOR FND WALL
 1/2" = 1'-0"S8

8 TYP EXTERIOR FND WALL
 1/2" = 1'-0"S8

9 TYP EXTERIOR FND WALL
 1/2" = 1'-0"S8

10 SOLID PRECAST SLAB BEARING

 3/4" = 1'-0"S8

11 8" PC PLAN BRG, 8" CMU WALL
 3/4" = 1'-0"S8

12 8" PC PLAN BRG, 8" CMU WALL
 1/2" = 1'-0"S8

14 EXTERIOR COURT YARD PIER FOUND
 3/4" = 1'-0"S8

15 TYPICAL PARAPET CONNECTION
 3/4" = 1'-0"S8

13 ROOF TIE OFF DETAIL

No REVISION DATE



EXISTING STEAM
TUNNEL

FIELD VERIFY
5' - 6"

FI
EL

D
 V

ER
IF

Y
4'

 - 
0"

1" COMPRESSIBLE INSULATION

NOTE: ALL REBARS ARE
EPOXY COATED U.N.O.

2' - 0"

T/ CIP WALL
SEE PLAN

TFE
SEE PLAN

10"

3" CONC. TOPPING
SEE PLAN

TSE VARIES

#4 @ 12" OC EW EF

DOWELS BY P/C SUPPLIER

EDGE OF FOUNDATION
WALL BEYOND

FOOTING BEYOND

CONC BEAM BEYOND

10" CIP FND WALL

8" P/C  PLANK
SEE PLAN

C
LA

SS
 'B

'

DOWELS INTO
FOOTING TO MATCH
WALL VERT

(2) #5  CONT
BOT

1'
 - 

0"

#4 DWLS @ 1'-0" OC
THUS: 2'-0"

2'
-0

"

TOP OF SLAB EL
SEE PLAN

SLAB ON GRADE SEE PLAN

VO
ID

TFE
SEE PLAN

FOUNDATION WALL
BEYOND SEE PLAN

FOUNDATION WALL
BEYOND SEE PLAN

S9
2

BOND BREAKER W/
TOOLED JOINT

5 1/8"

4" MIN

DO NOT UNDERMINE STEAM
TUNNEL

COORDINATE SLEEVES
W/ MECH

BRICK VENEER SEE ARCH

L5x5x5/16

EMBED PL @ 4'-0" MAX
BY PC SUPPLIER

CMU WALL BEYOND

10"x16" PC BEAM BEARING
ON CMU WALL BEYOND

1/4
TYP

GRID

8" CMU WALL, REINF W/ #5
VERTS @ 40"OC, CENTERED
IN CORES

T/ LINTEL ELEV
SEE ARCH

BRICK VENEER SEE ARCH

EXISTING STEAM TUNNEL

CONC L BEAM EXTEND REINF
SHOW MIN CLASS 'B' SPLICE
DISTANCE EACH SIDE OF STEAM
TUNNEL PER SCHEDULE SEE
SHEET S7

4"

10
"

M
IN

6" 2"

STONE VENEER SEE ARCH

20
" M

IN

TOP BEAM =
CMU COURSING

#4 TIES @ 12" OC
(2) SETS AS SHOWN

(4)-#4 SIDE BARS CONT
EA SIDE

(1)-#7 CONT

(1)-#4 CONT

#6 DOWEL @ 12" OC
+ STD HK

6" CONC CURB

1" COMPRESSIBLE
MATERIAL

8" CMU WALL, REINF W/ #5
VERTS @ 40"OC, CENTERED
IN CORES

(3)-#7 CONT

(2)-#7 CONT

CAP BAR TO MATCH TIE  SIZE & SPACING

EXISTING FOUNDATION
AND INSULATION

EXISTING PRECAST
DECK AND TOPPING

COMPACTED GRANULAR
FILL

RAMP LANDING SLAB
ON GRADENEW CONCRETE INFILL

(4) #6

#4 TIES @ 12"OC
#4 DWL x 3'-0" @ 12"OC

10"Wx16"D PC BEAM

5/16

GRID

EMBED BY PC MANUF

PL3/8"x6"x1'-4"

1/2" THICK BENT PL x 16" LONG
W/ (4) 5" HEADED STUDSMIN

7"

5/16

A

A SECTION A-A

(2) CORES W/ #54"

1' - 4"

EQ EQ EQ EQ EQ

PL HIDDEN FOR CLARITY

PC BM SEE PLAN

5/16

EMBED BY PC MANUF

1/2" THICK BENT PL x 15" LONG
W/ (4) 5" HEADED STUDSMIN

7"

CONC FOUNDATION WALL

B B

PLAN B-B

1' - 3"

3" 3" 3" 3" 3"

BM HIDDEN FOR CLARITY

SEE PLAN FOR SIZE & LOC.
OF OPNG. VERIFY SIZE &
LOC. OF OPNG. W/ MECH. &
ARCH. PRIOR TO
FABRICATION.

JOIST OR BEAM SPACING

SEE PLAN FOR

TYP.
1/8

SIDE FRAMING ANGLE MAY
BE OMITTED WHEN
DIMENSION IS 6" OR LESS.

(2) FRAMING L'S
4x4x1/4 TOP OF
ANGLES FLUSH
W/ TOP OF  JOISTS.

1/8
TYP.

(2) FRAMING L'S 4x4x1/4
COPE VERTICAL LEG AT
ENDS TO ACCEPT TRUSS
TOP CHORD.
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APPROVED: PATIENT SAFETY DATE:

APPROVED: CHIEF OF POLICE DATE:

APPROVED: SAFETY MANAGER DATE:

APPROVED: CHIEF OF STAFF DATE:

APPROVED: MEDICAL CENTER DIRECTOR DATE: LOCATION

BUILDING No CHECKED BY DRAWN

PROJECT TITLE DATE

PLOT SCALE

PROJECT NO.

CAD FILE

DRAWING NO.

DRAWING TITLE

DWG.      OF

MEP
Dunham Associates

50 South Sixth Street
Suite 1100

Minneapolis, MN 55402

CONSULTANTS: Structural
Van Sickle, Allen & Assoc.

2955 Xenium Lane N
Suite 10

Plymouth, MN 55441

Civil
EVS

10250 Valley View Road
Suite 113

Eden Prairie, MN 55344

Landscape
Damon Farbar Assoc.

923 Nicollet Mall
Minneapolis, MN 55402

Fire Protection
Gary Travinski Associates

Engineering
94 Boston Hill

Larksville, PA 18651-3298
ISSUED FOR BID 3/15/12

Keith Jacobson

03/15/12

19981

3/16/2012 9:58:44 AM
C:\Revit-Local\10190_VA Psych\10190_VAPSYCH_Deduct9_RPD.rvt

As indicated

4801 VETERANS DRIVE, ST
CLOUD MN

FRAMING DETAILS

KWJ RPD

03/15/2012

2032.001.00

S9

ST. CLOUD VA HEALTH CARE
SYSTEM

 1/2" = 1'-0"S9

1 SECTION @ EXISTING STEAM TUNNEL
 1/2" = 1'-0"S9

3 PRECAST BM OVER MECH LOUVERS
 3/4" = 1'-0"S9

2 S9-2
 1 1/2" = 1'-0"S9

4 CONNECTION LINK FLOOR AT BUILDING #111

 1" = 1'-0"S9

5 PRECAST BM OVER MECH LOUVERS
 1" = 1'-0"S9

6 PRECAST BM OVER MECH LOUVERS
 3/4" = 1'-0"S9

7 TYPICAL ROOF OPENING SUPPORT FRAME

No REVISION DATE


